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1. ALL OTHER PORTS PRESSURIZED.

2. ALL VALVES (EXCEPT NO. 2A) NORMALLY OPEN,
PRESSURE TO CLOSE. VALVE 2A NORMALLY CLOSED.

3. VALVE 2A REQUIRED FOR RAW WATER BYPASS

DURING REGENERATION.

4. BRINE VALVE AND DRAIN LINE FLOW CONTROLLER

NOT SHOWN.
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