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2 TANK SEQUENTIAL FILTER
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1. ALL OTHER PORTS PRESSURIZED.

2. ALL VALVES NORMALLY OPEN, PRESSURE TO CLOSE.

3. DRAIN LINE FLOW CONTROLLER NOT SHOWN.
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DRAIN

SERIES 51—-10 STAGER

STAGER PORTS

PORTS

NOTCH| POS. FUNCTION VENTED <ww/m\mm
(NOTE 1)

A 0 |SERVICE 1,2,5,6 | 1A.2A,1B,2B

B

C 1 |BACKWASH UNIT A 5,6,7 |[1B,2B,3A4A
D 2 |RINSE UNIT A 1,5,6,8 |[1A1B,2B,5
E o e
B e
G 3 |BACKWASH UNIT B 1,2,3 | 1A2A3B4
H 4 |[RINSE UNIT B 1,2,4,5 |1A,2A5B,1B
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