STAGER PORTS

NOTE:

1. ALL OTHER PORTS PRESSURIZED.

2. ALL VALVES NORMALLY OPEN,
PRESSURE TO CLOSE.
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PRINTED IN U.S.A. SERIES 58B—10 STAGER PROGRAM
PORTS PORTS
NOTCH| POS. FUNCTION VENTED <w_m/m\mm NOTCH| POS. FUNCTION VENTED <w_m/m\mm
(NOTE 1) (NOTE 1)
A SERVICE 15,16 15,16 J | 5 [ACID INJECT 7,8.9 7,8,9
B K_| 6 |SLOW RINSE 8,9 8,9
C L | 7 |[RINSE 9,10 9,10,10A
D M
E N DRAIN_DOWN
F CAUSTIC_INJECT P AIR_INJECT
G SLOW_RINSE Q
H S R
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