STAGER PORTS
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EJECTOR

RAW WATER — <]

SOLENOD — ¥

OPERATED
VALVE

1. ALL OTHER PORTS
PRESSURIZED.

2. ALL VALVES NORMALLY
OPEN, PRESSURE TO CLOSE.
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3. DRAIN LINE FLOW
CONTROLLER NOT SHOWN. SERVICE =% {
UNIT A DRAIN
PRINTED IN U.S.A. SERIES 58B—TB STAGER PROGRAM
FUNCTION PORTS FUNCTION PORTS
NOTCH| POS. veNTeD | VARVES lnoten| pos. VENTED | VALVES
UNIT A UNITB | (NOTE 1) | OPEN UNIT A UNITB | (NoTE 1) | OPEN
¥ ¥ A INITIAL RELEASE NONE | JwB |31JULO1
m 0 SERVICE STANDBY | 6,14,16 | 21,11,12_ m 5 STANDBY SERVICE 6814 | 21,2211 || A NIAL RELEA ONE B
p) BACKWASH SERVICE 1,2,6,8 |13.14.21,22| M SERVICE BACKWASH | 9,10,14,16 | 23,24,11,12 m §
: ZH . || Buy | pplze. cone
F BRINE DRAW | SERVICE 4568 |151621,22| P SERVICE | BRINE DRAW | 12,13,14,16 | 25,26,11,12 TWO UNIT ALTERNATING
G SLOW RINSE | SERVICE 4568 [151621,22] Q SERVICE | SLOW RINSE | 12,13,14,16 | 25,26,11,12
H FAST RINSE | SERVICE | 5,6,8,14 |16,21,22,11] R SERVICE | FAST RINSE | 6,13,14,16 | 21,26,11,12 SOFTENER W/ TIMED BRINE
SCALE [DRAWN | DATE DWG. NO.
* — NOTCH LOCATION FOR 1ST AUX. CAM/SWITCH x _ NOTCH LOCATION FOR 2ND AUX. CAM/SWITCH N/A| JwB|  31JULO1 1078294
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